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Subject: Fire Protection Plan - Letter Report 
Estates at McDonald Park 
TM 5560 
1666 Hanson Lane; Ramona, CA 92065 
APN# 282-341-38 thru 42 and 45 thru 48 

This Fire Protection Plan (FPP) - Letter Report is being submitted as an evaluation, pursuant to \ 
Chapter 47 of the County Fire Code, of the adverse environmental effects that a proposed project i 
may have from wildland fire and as mitigation of those impacts to ensure that the above 
referenced project does not unnecessarily expose people or structures to a significant risk of loss, 
injury or death involving wildland fires. 

] 
PROJECT DESCRIPTION 

The 9.78-acre project site is currently zoned as A-70. The proposed development consists of 
subdividing the site into fifteen (15) half-acre parcels for future single-family home construction 
and changing the zone to RR-2 to accommodate that. 

ENVIRONMENTAL SETTING 

• Location: The 9.78 acre vacant project site east of School Daze Court and bordering 
Hanson Lane to the north in the unincorporated area of Ramona, County of San Diego, 
State of California. Accessibility from existing driveway at Hanson Lane. 

• Topography: The site is an L-shaped parcel, abutting Hanson Lane on the south side, and 
extending south about 1200 feet. It generally ascends to the south at a gentle slope 
starting at an elevation of 1430', with significant steepening to a rocky knob in the 
southeast comer of the site at an elevation of 1550. 
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Geology: The majority of the project is tilled farmland. Approximately the top 3' is 
topsoil. The extreme southern end, approximately ¥2 acre, consists of granite rock 
outcroppings. The property is underlain by three geologic units: Colluvium, which 
overlies decomposed granite, or weathered metasediments. 

Flammable Vegetation: Property consists of several scattered eucalyptus trees to be 
removed and non-native grass which ranges from less than one(l) foot to two(2) feet high 
depending on the season. 

Climate: The site is located in the unincorporated area of Ramona. In this area the 
iigh SO's mTHe summer and ihe low 60 s m 

the winter. 

PROJECT EXPOSURE TO WILDLAND FIRES 

L Water Supply: 

The property will be supplied by Ramona Municipal Water District. A proposed 8" 
PVC water main within Glae Jean Ct and will be connected to the existing 14" water 
main in Hanson Lane. The water will also be looped and connected from south end 
of Glae Jean Ct. to the existing line in Hanson Way through Wendy Marie Court. 
Three (3) fire hydrants shall be designed and installed in accordance with the 
specifications of the Ramona Municipal Water District (RMWD) with a minimum 
fire flow of 2500 GPM at 20 PSI residual. The fire hydrants will have two (2) 64mm 
(2-1/2") outlets and one 1000mm (4") outlet. One (1) fire hydrant will be installed at 
the intersection of Hanson Ln. and Glae Jean Ct. (southeast comer), one (1) fire 
hydrant will be installed proximal to the parcel three(3) southeast side of the roadway, 
and one (1) hydrant will be installed at the beginning of the cul-de-sac adjacent to 
parcel thirteen (13). 

Fire Access Roads: 

Location 

The new primary access private road, Glae Jean Court, outlets to Hanson Lane and 
will service the proposed 15 lot subdivision. 

Access to Multivle Evacuation Routes 

An emergency access private road, Wendy Marie Ct., connects Glae Jean Ct to the 
existing private road on Hanson Way. Hanson Way, which outlets to Hanson Lane, 
will act as Emergency Fire Access to the subdivision and Emergency egress from the 
subdivision. The primary egress is Glae Jean Ct. and is 1100' from the cul-de-sac to 
Hanson Lane. The secondary egress option is from the cul-de-sac to Wendy Marie Ct 
to the existing Hanson Way and is 1400' until it outlets onto Hanson Lane. 

"Secondary Access" is required in State Responsibility Areas for evacuation and 
IIrefighting access when accumulated dead end roads exceed thresholds that are based 
on parcel zone size. 

Zoned less than one acre: 800 teet 
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Any dead end driveways/roadways cannot exceed 150 feet in length without an 
approved emergency vehicle turnarounds at the terminal end. 

Width 

The new Glae Jean Court and Wendy Marie Ct. (Emergency Fire access road) shall 
be built to a minimum 24' all-weather surface suitable for travel by 75,000 lb. fire 
apparatus. The existing Hanson Way will have additional AC pavement and base 
added to the existing traveled way in order to achieve a 24' wide paved emergency 

^rpavedroad on Hanson-Way varies please see enclosed 
Exhibit A for the sections. All of these roads will meet San Diego's Private road 
Standards of a 28' graded width and a 24' paved travel way. All private 
easement/driveways shall have a graded width of eighteen 08 ' ) twenty (20') with an 
improved width of sixteen (16') of all-weather surface suitable for travel by 75,000 
lb. fire apparatus. Any section of the driveway with slopes between 15% to 20% 
shall be graded to a width of 4-^20' and improved with 16' of Portland 
cement/concrete. 

Vertical Clearance 

A minimum vertical clearance of 13 feet 9 inches must be maintained for the entire 
required width of the fire access roads. 

Grade 

Grades for Glae Jean Court will be less than 2% and at the steepest 13%. The grade 
for Wendy Marie Ct. is 1.1 %. The existing Hanson Way grades will not change. 

Surface 

All roads must be installed to the standards specified in Section I-M of the County of 
San Diego Off-Street Parking Design Manual, 

Surfacing material minimum standard is based on % grade. 

a) From 0% to 10% slope, all weather surface. 

b) From 10% to 15%, paving must be at least 2" asphalt concrete. 

Gate 

A gate will be installed on Wendy Marie Ct. prior to the intersection of existing 
Hanson Way as approved by the Fire Marshall. All automatic gates across fire access 
roadways and driveways shall be equipped with approved emergency key operated 
switches overriding all command fimctions and opening the gate(s). Gates accessing 
more than four residences, shall also be equipped with approved emergency traffic 
control- activating strobe light sensors(s), or other devices approved by the chief, 
which will activate the gate upon approach of the emergency apparatus with a battery 
back up or manual mechanical disconnect in case of a power failure. The automatic 
gate will have an exit loop on the tract side that will open the gate in the direction of egress 
from the tract. 
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Signage and Markinss 

The private easement roadways (Glae Jean Ct. and Wendy Marie Ct.) shall be named. 
Street signs shall be installed and maintained at the intersection of the private 
easement roadway and Hanson Lane in accordance with San Diego County Design 
Standards D-13. the sign shall indicate the hundred block range and direction 
arrow(s). Additional signage for the emergency access as required. Signage stating. 
Fire Lane markings will apply to all roadways with minimum widths of 24' feet. Fire 
Lane signs and/or the painting of curbs stating "No Parking Fire Lane" will be 
required and maintained on all roads. Three (3) standard street name signs shall be 
installpid unrl maintained. One at the intersection of the private easement roadway (Glae-JeMi-
Ct.) and Hanson Lane, one at the intersection of Glae Jean Ct and Wendy Marie Ct, and one 
at the intersection of Wendy Marie Ct and Hanson Way. 

Maintenance — — 

a) A Private Road and Drainage Easement Maintainance Agreement will be 
established by a grant deed recorded bv and between each of the home 
ovmers of the subdivision. 

a)A Home Owners Association will be established as defined by the Public 
Resources Code of the State of California and as such, specific regulations 
shall apply. 

b) Individual property owners are responsible for maintaining driveways, gates 
and signs on their ovra parcel in compliance with fire codes. Road 
easements, including gates and signs within the project, must also be 
maintained in compliance with fire codes in perpetuity. 

c) The fire access roads in this project are either p«blie-private streets, public 
private easements or private driveways. The County of San Diego road 
maintenance department will fimd and be responsible for the on-going 
maintenance of the public streets and easements. As discussed above, 
individual property owners are responsible for the maintenance of their 
private driveways 

d) Failure to maintain any privately maintained fire access roads (other than 
public streets) in compliance with fire codes subjects the property owners to 
potential fines, and enforced abatement by the fire agency of the County, 
with charges, including administrative costs and penalties, liened against the 
property. 

3. Setback from Property Lines 

The project site is located within a State Responsibility Area (SRA) and the 
minimum setback from any property line is 30 feet. The front yard setback is 50 
feet, the exterior side yard is 35 feet, the interior setback is 10' and the rear yard 
setback is 40'. Minimum setback from property lines abutting national forests, 
open space preserves and designated riparian area is 100 feet, none of which are 
existing on or adjacent to the property. 
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4. Building Construction 

All structures shall comply with the ignition-resistive construction requirements: 
Wildland-Urban Interface areas of chapter 7 A of the County Building Code. 

5. Fire Protection Systems: 

All habitable structures and attached garages shall have residential fire sprinklers 
per County Code requirements. 

6. Defensible Space: 

A minimum 100 foot Fuel Management Zone will be established and maintained 
"" around structures over 250 square feet in size. No off-site clearing is required or 

authorized^ 

7. -Vegetation Management: — ~ 

Prescribed Defensible Space (fiael management zones) will be maintained by the 
property owners at least annually or more often if needed. Boimdaries of fuel 
management zones will be clearly and permanently marked. Plants used in the 
Defensible Space will be from an approved fire resistant planting materials Ust 
that is maintained by County of San Diego, Department of Panning and Land Use. 

Maintenance: 

(a) Individual property owners are responsible for maintaining their own parcel in 
compliance with fire codes. All resident are responsible for maintainance of 
the portion on land in front of their house. 

(b) Failure to maintain any property in a fire-safe manner (as determined by the 
Fire Marshall) subjects the property owners to potential fines, and enforced 
abatement by the fire agency or the County, with charges, including 
administrative costs and penalties, liened against the property. 

8. Fire Behavior Computer Modeling: 

Computer Fire Modeling is not required for this project per the Fire Marshall. 

Summary 

This Fire / Vegetation Management Plan is based upon a catastrophic worst cast wildfire 
scenario. The plan complies with all of the requirements of the County of San Diego 
Consolidated Fire Code. A benefit to the commimity exists from this Fire / Vegetation 
Management Plan due to the protection proposed for McDonald Park Estates by 
dramatically reducing the vegetation fire threat from the current condition, and should 
greatly assist the Fire Department in controlling a vegetation fire within this development 
as well as adjacent properties. Engineering, architectural services, and design are out of the 
scope of this plan. The developer, contractors, engineers and architects are responsible for 
proper implementation of this plan. It is important for all homeowners and residents to 
comply with and implement this plan of their property. The individual Home Owners 
Homo Owners Association will be responsible for ongoing enforcement of the Fire / 
Vegetation Management Plan requirements encompassed within this report. 
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^ame of Peraon Preparing ihw Wepoit; 

Date: ^}t^h^ 

Printed Nome: 
T jmAnii i i r Congu l tmg 

Title: Civil Engineer 

9555 Qenesee Avenue, Suite 200 
San Diego, CA 92121 
HMMie: (858) 587-8070 

IbBu£ 

^TT^MfP™^ 

DMe: ^ • ^ / 5 ^ - ' ' Z £ ^ c : > ^ 

Title: Owner. 
1212 H Street #175 
Itfliiaaa»CA 92065 
760-789^1405 
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EXHIBIT A 
ESTATES AT McDONALD PARK 

COUNTY OF SAN DIEGO 
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COUI<rTV O F S A N D I E G O 
DEPT. Of= PLANNING A LAND l ^ E 

S2D1 HUFfmnOAD, SlffTE B 
SAM OfBOO, CA 92123-1666 
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PROJECT FACILITY AVAILABILITY FORM WATER 

I Owners nBinc 

F f a a s e ^ p e o r u s e p e n ^ t h ^ 

"Phone" 

/J./J. / / s r ^/76 
Owner's Maffing Address Street 

^ State 

ORG_ 

ACCT 
w 

ACT 

TASK. 
PATF 

AMT»_ 

DiSTRfCT CASHIER'S USE ONLY 

SECnONI . PROJECT DESCRIFnON TO BE COMPLETED BY APn.lCA^fr 

A. h^ioT Subdivision (TM) 
Minor Subdivision (TPM) 
Boundary Adjustment 
Rezone O^edassification} from 
Major Use Pennil (MUP). puip(Ke:_ 
Time Extension...Case No. 
Expired Map...Case No, 
Other_ 

D Specific nan or Specific Plan Amendment 
Certificate of Complianoe:_ 

to 

Assessor^ Parcel Number(s) 
(Add extra if necessary 

zone. 

B. Residential Total numb^ of dwelling unit5_ 
Commercial Gross floor area 
Industrial Gross floor area 
Other . . . , Gross floor area 

^ . -5^ 

^ g^ J? 3 ^ / / 7 

C. • Total Project acr&aqfl^>^' Total numtier of lots y6^ 
D. IS the project proposing the use of groundwater? Q Yes |x j No 

Is the project proposing the use of reclaimed water? Q Yes [^ No 

T h o m a s Bros. P a o e . / ^ / ^ Gr id / / " " 

Prt^ct address 

(5ommuraty Ptamdng Area/Sut}iegic 

Street 

OMmer/Applicant agrees to pay all necessary construction costs, dedicate afl distrid requred easements to extend service to the project and 
-, coMPi ,^ AU corjromoNs REQUIRBJ BY THE DISTRICT. 

r . ^ ^ ^ J T - ^ C ^ y y i J - ^ , ^ Date: ' i ' - ^ S ' ' X j ^ Applicant's Signabire: 

On ccmiplt ion of atww. preswrt to the dtatrict that p i w i d — water protection to complete SwcMon 2 brtow.) 

SECTION 2: FACILITY AVAILABILITY TO BE COMPLETED BY DISTRICT 

area. District H a n K i A ^ ^ O A / A r l l / j j X C ^ f ^ c l ^ A r e f i . D c s n t r C r S e r v i c e 

A. ̂  Preset is in the dtetrJcL 
n Project is not in the district tHit is witNn Its Sphere of Influence bouxlary, owner must apply for annexation. 

Pn^ect is not in the district and is not wHtrin Its Sphere of tnfluence tx>undary. 
J The project Is not located entirely within the district and a potenttel boundary Issue exists with ffw 

District 
B. B FacHities to serve the project B ARE Q ARE NOT reasonriily expected to be avaHatrte v^fhin the next 6 years based <m4t*e-

•auptori BaiiJIitî plana crfjha dJatiiut. Exrtain in apace below or on atteciied O^luni^rpr sheets) , 
tectw«notJ»sMWdfbfihefallowinareasqntel: j g ^ O A / J A J A V C ^ S y s r ^ i * ^ h ^ ^ A U A r S p A / 

C. 

D. 

^-^ 'ggS/g^ l 
bed: Z Dfartffct conditions are attached. NumlMri^ sheets 

Dlattlct h«s specific water reclamation conditions which are sttadiad. Number of sheets attached: 
District wil l submit cotidiUoRS at a later data. 
How far Mdll the pipeilne(8) have to lie extended to serve tiie project^ 

This Project Facility Availabfltty Form Is valid until final dfscrettorwry action is taken iMjrBuant to the ap^cation for the proposed pruect or laiy B is 
wflhdrawn. unless a shorter expiration date is othenvise noted. *— ^ 1 i , i ^ 1 

Authorizedstanature: r i > f u / A e f > ' / J Q A A M ^ Piintname P / V r C C Z / ' l j f ^ 3 ^ ^ 

Printline C . T ^ ^ r i £ ^ J ^ X A / g P - / g Phone 1(,0 " I & S - Z Z U P Date f f / c / o ? 

NOTE: THIS DOCUMENT IS MOT A COMMmRENT OF SERVICE OR FACIUTIES BY THE DISTINCT 
On completion of Saclion 2 by the district «9>plicam ts to submit this form with application to: 

^ n i n g Counter. Departnwnt of Planninfl and Land Use. S201 Ruffln Road. San Dieoo. CA 92123 

DPLU-399W (02/07) 



Vicinity Map 
APNs: 282-341-17 

Hanson Lane and Glae Jean Court 
Owner: Jean McDonald 

Legend 
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Facility Map 
APNs: 282-341-02,17 

Hanson Lane and Glae Jean Court 
Owner David Lohman 
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CoaditioBS for Water AvailabilitY Letter (In District) 

a. Water fecrlities are reasonably expected to become available within five (5) years, if the 
foUowing conditions are met: 

A watn* commitment agreement is signed by the owner/developer and ^proved by the District that 
the owner/developer will assure the district that all actual costs of tlw facilities reguired bŷ  the 

'~̂  fSDJect, mctuding,l}uit nof ITmltbd to, admitustrafive costs, design costs, and construction costs will bCj 
paid soleiy l^^^^bwner/deveK^xr in a timely fashion. The agreement shall state that the facilities 
nsqiored 1^ the ptojecf will need to be completed before any connections shall be made. 

b. Developer shall make a deposit (minimum of $2,000) with the District to cover all costs for any 
planning and system evaluation required by the District for addressing the ftcilities needed to serve 
this project. The amount of the deposit may vaiy depending on the project scope and additional 
d^oslt may be needed depending on actual costs. System evaluations typically require 4 to 6 weeks 
to complete. The Water System Evaluation shall be convicted and a Water Service Agreement or 
Pre-AnnexatJon Agreement executed before the Draft California Environmental (polity Act 
(CEQA) documents are prepared and before the District will sign a ^Project Facility Commitment 
Form". 

c Water availabUity and cocnmttment letters are based on current ordinances, resolutions, rules, 
regulations, specifications, and guidelines of the District. Should these ordinances, 
resoUiiionSf rules, regulations, specification, guidelines, and system conditions change 
from tune to time^ the applicant for shall be subject to the requirements in ^ e c t at the time 
of applying for water service. 
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COUNTY OF SAN DIEGO PRELIMINARY GRADING PLAN Fok ^"^"^°^^ 
ESTATES AT McDONALD PARK, TM 5560 
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